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{K OOO} INITIAL COMMENTS {K OOO} 
A follow-up Life Safety Code inspection to the Life 
Safety Code inspection completed April 13, 2006 
was conducted on June 28, 2006. The following 
deficiency was based on observations and staff II 

interview. 

{K 018} NFPA 101 LIFE SAFETY CODE STANDARD 
SS=F 

Doors protecting corridor openings in other than 
required enclosures of vertical openings, exits, or 
hazardous areas are substantial doors, such as 
those constructed of 1% inch solid-bonded core 
wood, or capable of resisting fire for at least 20 
minutes. Doors in sprinklered buildings are only 
required to resist the passage of smoke. There is 
no impediment to the closing of the doors. Doors 
are provided with a means suitable for keeping 
the door closed. Dutch doors meeting 19.3.6.3.6 
are permitted. 19.3.6.3 

Roller latches are prohibited by CMS regulations 
in all health care facilities. 

I This STANDARD is not met as evidenced by: 
i Based on observations during the Life Safety 
Code inspection, it was determined that fire doors 
failed to close and lock and/or latch when tested. 
These findings were observed in the presence of 
the Maintenance Director. 

 /J 

{K 018} 

NFP A 101 Life Safety Code Standard 
I.  Fire doors repaired and Fire Doors close 

and lock or latch when tested. 

2.  Fire doors evaluated for appropriate closing, 
locking, and/or latching. Repairs will be 
made as indicated. 

3.  Maintenance Director/designee reeducated 
on fire door regulation. Maintenance director 
to check fire doors on a schedule. 

4.  Administrator/designee to QI monitor fire 
doors weekly X 4 then monthly. Appropriate  
action based on findings. Findings reported  
to FLC.  

(X6) DATE TITLE 

Any deflciency  an asterisk (*) denotes a deficiency which the institution may be excused from correcting providing it is determined that 
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{K 018} Continued From paqe 1  

The findings include:  

Fire doors failed to close and lock and/or latch  
when tested in the following areas:  

I 

{K 018} 

I Double doors failed to lock and latch near room  
218 in one (1) of one (1) observation on June 28,  
2006 at approximately 2:45 PM.  

2 South janitorial closet door failed to close in one 
(1) of one (1) observation on June 28,2006 at 2:  
30 pm.  

Double doors near room 321 failed to lock and  
latch in one (1) of one (1) observation on June 28,  
2006 at 4:00 PM.  

Door near the 3 South stairwell failed to lock and  
latch in one (1) of one (1) observation on June 28,  
2006 at 4:10 PM.  

5th Floor stairwell door failed to lock and latch  
near room 536 in one (1) of one (1) observation  
on June 28,2006 at 12:30 PM.  

  
I 

FORM CMS-2567(02-99) Previous Versions Obsolete Event ID: nWJ22 Facility ID: GRANTPARK If continuation sheet Page 2 of 2 


